) Intertek Testing Services

Caleb Brett REPORT OF ANATLYGSTIS (Q/

Vessel : B #120 '

‘?ort/TEIminal . SPRAGUE RENSSELAER NY

Mlient Ref : V-01-1538

Our Ref : NI/21-3718

Date Sample Taken : 10/02/2001

Date Submitted . 10/02/2001
 Date Tested . . “Uile/o2/2001

Sample De51gnated Ag &6 F/O ' - :
Drawn By . Personnel of Intertek Testlng Serv1ces Caleb Brett
Representing . : TK #6

Lab Reference : 1-3718

TEST METHOD RESULT . UNITS
API GRAVITY @ 60 DEG. . ASTM D4052 i5.1

FLASH POINT, PMCC ASTM D937 200+ DEG. F.
VISCOSITY @ 122 DEG. F. ASTM D445 263.90 CsT
VISCOSITY @ 122 DEG. F. ASTM D2161 124 .3 SFS

POUR POINT ASTM D97 +21/+70 DEG.C. / DEG.F.
SULFUR : ASTM DDA29S4 0.442 % WT
BS&W ASTM D1796 0.2 % VOIL.
HEAT OF COMBUSTION ASTM D240 18368 BTU / LB
HEAT OF COMBUSTION CONVERSION 147642 BTU / GAL
ASH 7 ASTM Db4agz2 - 0.045% % WT
NITROGEN ASTM D5762 0.38 % WT
VANADIUM ICP 17 PPM

Liohpe | |

for I.T.S.MCaleb Usf’ett U.S.A.

L
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SAYBOLTINC

ADD SWENSON DR
KENILWORTH, NJ 07033
PH. 808/245-3100

A ATRATATIS R

FAX. 908/245-5828
LABORATORY WORKSHEET
VESSEL: Shore Tank 6
PRODUCT: NO. 6 FUEL OIL
LOCATION: Sprague Terminal Albany, NY
DATE: 04-Jun-01
ITEST DISCRIPTION ] METHOD ~ RESULT |

Analysis based on shore tanks volumetric composite after discharge T\B Maine.

GRAVITY, APl @ 60'F 0287 14.8
FLASH POINT, 'F -93 200+
SULFUR, WT % D-4204 0.501
ASH, WT% . T D482 0.042
SEDIMENT & WATER, VOL % - D-1796 0.50
VISCOSITY KIN ¢St @ 122'F D-445 2855
VISCOSITY SSF SEC @ 122'F D-2161 138.3
POUR POINT, F D-97 18 / 64
ASPHALTENES, WT% . . IP-143 _ 2.3
VANADIUM, PPM ) SOL /DIl 14
NITROGEN, WT% D-3228 .38
BTUAB Gross . . D240 18728
BTU/GAL Gross Calc 150850
Preston Smith

Manager



37 Panagrossi Circle
East Haven, CT
(203)466-3318

Vessel

FLORIDA™ Port RENSSELAER Report 0104839

Customer SPRAGUE Date 47312001 Reference

Operation Analysis . Terminal SPRAGUE Sample # 185908
Name of material being tested: #6 Fuel Oil :

Description of sample source: Shore Tank 6 After Discharge 4/2/01 )

Samples Drawn by (company} Inspectorate America Corp., East Haven, CT

Samples Tested by (company} Inspectorate America Corp., Boston, MA o
[ Analysis Being Performed Test method RESULTS

FLASH POINT, PMCC, F D93 202

VISCOSITY ¢St @ 122F D445 3725
VISCOSITY SFS @ 122F D1261 175.83

POUR POINT, C/F Doy 9C/48F

SULFUR, WT% (RE-SAMPLE 4/3/01) D4294 0.503

WATER & SEDIMENT, VOL% D1796 0.1

GROSS HEAT OF COMBUSTION, BTU/Ib D240 18850

GROSS HEAT OF COMBUSTIION BTU/gal D240 154474
NITROGEN, WT% D3228 0.387

ASH WT% D482 0.097
ASHPHALTENES, WT% D143 4.968
CONRADSON CARBON RESIDUE, WT% D189 11.072

VANAIUM, ppm D5863 17

SODIUM, ppm D5863 14

AP GRAVITY @ 60F D287 UPPER MIDDLE LOWER

12.3

2.2 12.3

New Haven-Revi#1

Terry Wood



VESSEL: T/B BAYTRADER 530 ©
[
mbd—«m_o_ln_u _Zn LABORATORY NOD.: 0201972 a3
r3
CUSTOMER DATE: 02/17/01 2
NORTH JERSEY OFFICE GAYBOLT REF. NOIS): V-01-0507! INVOICE NO: EB-41352A =
o
DESCRIPTION ANALYSIS M
a
» Sample designated as:
#8 FUEL OIL
(W]
@
TEST METHOD RESULTY hd
- e - Abwl ALLL=E R EL I
_o.m_wﬁ__mﬁw,mzﬂm;m. GRAVITY, APl AT 60 F D-1298 16.8 %
AFTER DISCHARGING AT FLASH PT., PENSKY MARTENS, DEG F B-93 174 N
SPRAGUE ENERGY ASH, WT PCT D-4852 0.038
RENSSELAER, NY POUR POINT, DEG C/DES F D-a97 6/43F
= Submitted by: SULFUR, X-RAY, WT PCT D-4284 0.414
SAYBOLT INSPECTOR VISCOSITY, KIN CST AT 1220 F D-445 137.2
VISCOSITY, SSF SEC AT 122.0F N-44% 55.5
» Client: WATER & SEDIMENT (BS&WI, VOL PCT 31796 0.20
SPRAGUE ENERGY NITROGEN, WT PCT D-E7B2 0.339
SODIUM, PPM SOLDIL 14.4 0
VANADIUM, FPM SOLMDIL 14 2
=
r
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e
M
=z
)
—
=
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o
u This laboratory report :._m« net be T
published or used except in full. It shall
not be used in connection with any form
of advertising unless written consent is
received fram an officer of Sayholt Inc.
= Results wera based on analysls made
at the time samples were received at
the: lahoratary.
» Sample nemenclature is designated
by the customser. o
b
]
m
MEMBERS A5STW-APLBAE =
. 2
THIs reparl s iswsad solely for the =g of our cLsiamers ard supplies only W

Informition they eprcificgly roguosted. There may be othar rebavant
Infamnaticn which hias mot been raporbod. Seyei Ine. vall pat he resporsila oo

SAYBOLT INC.



37 Panagrossi Circle
East Haven, CT
(203)466-3318

Vesse "FLORIDA" Port ({ENSSELAER Report 0101750
Customer SPRAGUE Date 01/23/2001 Reference V-01-0139
QOperation Analysis Terminal SPRAGUE Sample# 1012301-4A
Name of material being tested: #6 Fuel Oii

Description of sample source:
Samples Drawn by (company)
Samples Tested by {company)

Shore Tank 6 After Discharge

Inspectorate America Corp., East Haven, CT
Inspectorate America Corp., Linden, NJ

| Analysis Being Performed

Test method RESULTS R
AP| GRAVITY DEGF D287 127
SULFUR, WT% D4294 0.427
FLASH POINT, DEGF D93 230
POUR POINT, DEGF bo7 43.2
VISCOSITY @ 122 DEG F, ¢St D445 4746
VISCOSITY @ 122 DEG F, SFS D2161 224
HEAT OF COMBUSTION, BTU/LB D240 18604

BTU/GAL 152028
ASH, WT% D4g2 0.01
BS&W, VOL% Di796 0.10
CARBON RESIDUE, % WT D4530 101
ASPHALTENES, WT% 1P143 183
NITROGEN, PPM D3288 4439
SODIUM, PPM IP283 6.8
VANADIUM, PPM IP288 6.0

New Haven-Revil!

Terry Wood





